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Abstract: The IEC 61850 communication standard is getting popular for application in electric power
substation automation. This paper focuses on the potential application of the IEC 61850 generic
object-oriented substation event (GOOSE) protocol in the AC microgrid for adaptive protection. The focus
of the paper is to utilize the existing low-voltage ride through characteristic of distributed generators
(DGs) with a reactive power supply during faults and communication between intelligent electronic
devices (IEDs) at different locations for adaptive overcurrent protection. The adaptive overcurrent
IEDs detect the faults with two different preplanned settings groups: lower settings for the islanded
mode and higher settings for the grid-connected mode considering limited fault contributions from
the converter-based DGs. Setting groups are changed to lower values quickly using the circuit breaker
status signal (XCBR) after loss-of-mains, loss-of-DG or islanding is detected. The methods of fault
detection and isolation for two different kinds of communication-based IEDs (adaptive/nonadaptive)
are explained for three-phase faults at two different locations. The communication-based IEDs take
decisions in a decentralized manner, using information about the circuit breaker status, fault detection
and current magnitude comparison signals obtained from other IEDs. However, the developed
algorithm can also be implemented with the centralized system. An adaptive overcurrent protection
algorithm was evaluated with PSCAD (Power Systems Computer Aided Design) simulations,
and results were found to be effective for the considered fault cases.
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1. Introduction

According to the CIGRE C6.22 working group definition, microgrids are electrical distribution
systems containing loads and distributed energy resources (DERs) like distributed generators (DGs)
(renewable/nonrenewable), energy storage devices or controlled loads that can be operated in a
controlled and coordinated way either while connected to the main power network or while islanded [1].
Microgrids can be classified as either AC microgrids, DC microgrids or AC/DC hybrid microgrids, each
having their own advantages, limitations and challenges, as described in [2]. The technical challenges
of AC microgrids can be broadly divided into two main categories: control challenges and protection
challenges. The protection challenges can be further divided into two categories according to operational
modes of the AC microgrid: grid-connected mode and islanded mode protection challenges.

When the AC microgrid is operated in the grid-connected mode, a large magnitude of fault
current (ten times the full-load current or more) is available from the main grid in order to activate
the overcurrent protection devices within the AC microgrid. When the AC microgrid is operated
in the islanded mode, a very low magnitude of fault current is available from DGs within the AC
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microgrid, and hence, overcurrent devices with a single setting become insensitive. The consequences
are the miscoordination of overcurrent devices, longer tripping delays and even no trips at all during
different fault situations. The magnitude and duration of the fault current is mainly limited by the
control of the converter-based DGs within the AC microgrid, which can be overcome by an additional
fault-current source (FCS), like an energy storage device with high short-circuit capacity, and thus,
single-setting overcurrent devices will become effective. However, the connection of an additional
FCS will make the protection scheme unreliable due to dependence upon the single energy storage
device. Moreover, the connection of many such FCSs will make the scheme quite expensive [3].
Another alternative approach for using only single-setting overcurrent devices can be the limitation of
the fault current from the main grid or directly coupled DGs using fault-current limiters (FCLs) in
grid-connected mode and using lower fault-current trip settings, which can also work in islanded mode
with reduced short-circuit currents. This approach causes overcurrent devices to be more sensitive in
grid-connected mode and prone to nuisance tripping during transient events [4]. The huge difference
of the fault-current magnitude and duration in grid-connected and islanded mode calls for adaptive
protection schemes for the AC microgrid.

The adaptive protection schemes can be only overcurrent-based [5] or a combination of
overcurrent-based and unit type (current differential) or based on other new protection methods like
traveling waves-based [3]. The adaptive overcurrent protection necessarily requires such overcurrent
devices that provide the flexibility for changing the tripping settings like numerical overcurrent (OC)
relays with several setting groups [5]. The overcurrent schemes can be used more effectively in AC
microgrids with the majority of directly coupled DGs (synchronous generators) compared with only
the converter-based DGs, since the latter provide very limited fault currents for a very limited duration
of time. Another reasonable adaptive approach is to use only the overcurrent protection scheme
in the grid-connected mode and other protection schemes like directional overcurrent, harmonic
content-based, voltage-based, symmetrical component-based, etc. in islanded mode for the AC
microgrid with the converter-based DGs, with all functions included in a single protection device
called the IED (intelligent electronic device). However, the protection schemes proposed for the
islanded mode are not effective in every fault situation, and the majority of them need high-speed
communication to remain effective [4]. Finding a suitable and cost-effective combination of different
effective protection schemes for the islanded mode with the converter-based DGs to work as primary
and backup protection in a coordinated manner is still a huge challenge. An adaptive protection
can be implemented either in a centralized manner by using a microgrid central controller to change
the active-group settings [5] or in a decentralized manner in which IEDs in the microgrid change
their own active-settings groups by receiving a trip-signal/breaker status from another IED or circuit
breaker. The centralized adaptive protection scheme necessarily requires a redundant microgrid central
controller to maintain a certain level of reliability. For a decentralized adaptive protection scheme,
the IEDs must be equipped with the required intelligent agents and logics in order to perform various
functions in an autonomous manner using the available information (data/measurements/signals) both
locally and remotely.

Previously, the adaptive protection for the AC microgrid using centralized protection and
communication architecture was proposed in [5–7]. An adaptive overcurrent protection for microgrids
using inverse-time directional overcurrent relays (DOCRs) was presented in [8]. In this paper, artificial
neural networks (ANNs) at the central human machine interface (HMI) or data concentrator are
implemented for the detection and location of the faults. The protection coordination of OC relays
using the linear programming approach is presented for the radial and looped configurations of
microgrids in both the grid-connected and islanded modes. An adaptive protection combined with
machine learning for medium voltage (MV) microgrids was reported in [9]. The proposed methodology
requires a database available beforehand, which has been obtained through simulation in this research.
Then, using the data mining methodology, the meaningful information is extracted quantitatively from
the database. The ANN is used for fault detection and support vector machine (SVM) for fault location.
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The proposed method also requires relay settings calculations and recordings in the control center
or relays beforehand. Moreover, the proposed scheme may generate inaccuracies in the case of data
corruption, and therefore, additional countermeasures will be required. A new adaptive protection
coordination scheme based on the Kohonen map or self-organizing map (SOM) clustering algorithm
was proposed recently in [10] for the inverse-time OC relays. In this paper, the protection coordination
is improved gradually in the three phases of the proposed algorithm, namely conventional, clustering
and sub-clustering phases. The proposed method uses digital OC relays with four setting groups.
The performance of the method was presented in terms of the total miscoordination time (TMT) index
using a modified IEEE 33-bus network with two synchronous generators and two electric vehicle (EV)
charging stations. A decentralized adaptive protection scheme using DOCRs, teleprotection and a
fuzzy system in real time was proposed in [11] for the transmission system. In this paper, the transient
stability constraint satisfying the maximum operating time of DOCRs was considered. Due to the
dynamic adaption of the fuzzy system to the changing system conditions, the actuation time of relays
was decreased, keeping the stability and coordination intact. An optimal overcurrent relay coordination
in the presence of inverter-based wind farms and electrical energy storage devices was presented in [12].
In this paper, the optimal protection coordination of inverse-time DOCRs with varying load demands
and changing unit commitments of DGs is presented using mixed integer nonlinear programming.
A hybrid particle swarm optimization-integer linear programming (PSO-ILP) algorithm was suggested
recently in [13] for the proper coordination of OC relays by suggesting proper settings groups for the
changing network states. The adaptive differential protections for wind farm-integrated networks
were reported in [14,15]. However, the differential protection inherently cannot provide the backup
protection, and usually, the time-coordinated overcurrent protection is used as the backup protection.

The modeling of the inter-substation communication based on the IEC 61850 standard was
presented in [16] for the differential protection (Sampled Values (SV) messages) and in [17] for the
distance protection (generic object-oriented substation event (GOOSE) messages). In both [16] and [17],
the virtual simulated communication networks were used based on a non-real-time tool called the
riverbed modeler network software. In both references [16] and [17], the tunneling communication
mechanism between substations was used for the differential and the distance protection functions,
respectively. In [16], it was evaluated that the dedicated fiber optic network link had better performance
in terms of the end-to-end delay of SV and GOOSE messages compared with an asynchronous transfer
mode (ATM) link and synchronous optical networking (SONET) links. It was concluded in [17] that the
links with lower bandwidths were not suitable for long distances; however, a more accelerated distance
protection can be implemented, even with lower bandwidth links, compared with the conventional
distance protection scheme. An adaptive protection system based on the IEC 61850 for MV smart grids
was presented in [18]. In this paper, the dynamic publisher/subscriber reconfiguration of the protection
devices for the implementation of the advanced fault location, isolation and service restoration (FLISR)
was suggested. Since, the remote changes of the IED settings are not supported by the current
versions of the IEC 61850 standard, therefore, the change of the operational settings after the network
reconfiguration was suggested using the exchange of MMS (manufacturing message specification)
messages with IEDs. Additionally, the logic selectivity was proposed to support remote changes of
GOOSE communication schema without interrupting the FLISR operation. A mixed-layer 2/3 approach
was also suggested in the paper to support both the MMS and the GOOSE implementations for the
field demo of an Italian MV network. A detailed survey of different adaptive protections of microgrids
was presented recently in [19]. For a further detailed review of different microgrid protection schemes,
their challenges and developments, the recent review articles [20–23] are suggested, in addition to the
previous review article [4] by the authors. For further information related to IEC 61850-based substation
automation systems and related issues, the recent literature survey done in [24] is also recommended.

Based on the recent literature review presented above, it was found that less literature is available
for the role of IEC 61850 standard-based communication in the protection coordination of the AC
microgrids with decentralized protection and communication architecture. Moreover, a low-voltage
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ride through (LVRT) capability with reactive power support from the converter-based DGs in the case
of AC microgrid faults has rarely been used for adaptive protection. The high risks of communication
link failures and unacceptable and unpredictable communication delays are still the limiting factors to
use communication links for high-speed protection functions. However, the use of a communication
link is inevitable for protection functions like transfer trips from the breaker/IED at the point of common
coupling (PCC) to another breaker/IED within the AC microgrid for loss of mains detection and changing
preplanned active-groups settings/functions during the transition from the grid-connected to island
mode for deactivating sensitive anti-islanding protection during faults and for reverse interlocking
schemes. In this paper, the main focus is to discuss how an IEC 61850 communication can be applied
for a decentralized preplanned adaptive overcurrent protection in a radial AC microgrid. Additionally,
the DGs with LVRT capability and reactive power support in islanded mode are considered in order to
implement the adaptive overcurrent protection.

The rest of the paper is organized in a manner that Section 2 presents adaptive protection based
on the IEC 61850 communication standard by explaining a generalized architecture of the adaptive AC
microgrid. Section 3 gives a case study background of the adaptive protection of a radial AC microgrid,
explaining GOOSE (generic object-oriented substation event) message delays (transfer time) for IED
to IED communication for different functions, the schematic diagram of radial the AC microgrid
and adaptive protection settings of different IEDs. Section 4 explains the details of the proposed
adaptive protection methods and results for both the grid-connected and islanded modes of operation.
Additionally, the control of DGs and the LVRT capability of DGs are also explained in this section.
Section 5 gives a brief discussion about the previous methods, the contribution of the research presented
in this paper and what is needed for the practical implementation of the proposed method in the future.
Section 6 provides the conclusion of the paper.

2. Adaptive Protection Based on IEC 61850 Communication Standard

An adaptive protection is necessarily required for AC microgrids due to changing operational
modes (grid-connected and islanded), due to the formation of controlled islands due to faults within
the AC microgrid, due to intermittent DGs and periodic load variations and due to the economical
operations of the AC microgrid [4,25]. An adaptive protection is defined as an online activity that
changes to the preferable protection device response for modified system conditions or requirements.
An adaptive protection is normally automated, but some timely human interventions may also be
included. Adaptive relay is a relay that includes various settings, characteristics or logic functions
capable of speedy online modifications by means of externally generated signals or control actions [26].
The modern intelligent electronic devices (IEDs) not only provide various protection functions
(overcurrent, over/under voltage, etc.) integrated in a single physical device but, also, offer various
setting groups for each of the available protection functions. The various setting groups of the protection
functions can be modified or altered in an adaptive manner using the communication link between
IEDs and IEDs and circuit breakers (CBs). Recently, the popularity of the IEC 61850 communication
standard for application in electric power substation automation has increased considerably due to its
promise of interoperations among IEDs from different manufacturers. The initial focus of the standard
is on communication between IEDs within a single substation, but its extension for communication
between several substations in the future is possible. The IEC 61850 standard explains the standardized
structures for the data model and definitions of rules for the exchange of these data. IEDs from
different manufacturers that comply with these standard data model definitions can then communicate,
understand and interact with each other [26]. The IEC 61850 standard as a common protocol enables
the integration of all protection, control, measurement and monitoring functions [27].

The generalized architecture for adaptive AC microgrid protection based on the IEC 61850
communication standard is depicted in Figure 1. The IEC 61850 communication architecture for
adaptive AC microgrid protection can be subdivided into three levels: process level, bay level and
substation level. At the process level, the electrical parameters measurement data (MMXU) from the
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voltage and current sensors (VTs and CTs) and status of the circuit breakers (XCBR) inside the AC
microgrid will be collected and digitized by merging units (MUs). At the bay level, the IEDs for lines,
DGs and loads of the AC microgrid will collect the digitized measurement data (MMXU) and circuit
breaker status signals (XCBR) from the process bus. Each MU will publish data to process the bus,
and each IED will subscribe to the respective published data from the process bus. Each of the line,
DG and load IED will use measurement data (MMXU) from their respective MU for performing the
active protection function like overcurrent protection in the case of faults. The status signal of the
circuit breakers inside the AC microgrid (XCBR) will be used by each adaptive IED to change the active
setting groups of the protection function in the case of a fault inside the AC microgrid in islanded mode.
Moreover, a XCBR signal can also be used for the transfer trip of nonadaptive IEDs that are unable
to detect the faults within the islanded AC microgrid. All IEDs at the bay level will also receive the
status signal (XCBR_pcc) from the circuit breaker at the point of common coupling through the station
bus at the substation level. The status signal from the PCC breaker (XCBR_pcc) will be used by each
adaptive IED within the AC microgrid to change the active setting group of the protection function
from grid-connected mode settings to islanded-mode settings and vice versa. The signal (XCBR_pcc)
can also be used for the detection of the loss-of-mains event by DG IEDs and to deactivate the sensitive
loss-of-mains protection functions in order to maintain stability and reliability of supply within the
AC microgrid during the transition from the grid-connected to islanded mode. The station bus at
the substation level will provide primary communication between the various logical nodes of IEDs.
In other words, all IEDs at the bay level will communicate and share data/information (MMXU, XCBR,
and XCBR_pcc) with each other using the station bus. At the station bus, a remote access point will
also exist to share data with remote clients (for wide-area measurement and protection, etc.) through
a wide-area network (WAN). This remote access point will implement security functions like data
encryption and authentication for all data transfers and, thus, will unburden the individual IEDs to
perform these tasks.

For an adaptive OC protection, the coordination between the control and protection of the AC
microgrid will also be required, and control action will be required first, followed by protection action.
In the grid-connected mode, a high fault current from the grid will be available, so depending on
the protection settings of IEDs, it may be required to limit the magnitude of the fault current by
the activation of FCLs, and in the islanded-mode with converter-based DGs, the enhancement of
the fault current magnitude may be required by the activation of additional FCSs. The numerical
results presented in [28] indicate that a majority of the photovoltaic (PV) inverters contribute a fault
current of 200% or less for a duration of only an initial half-cycle and 110% of the rated current for
an additional duration of 10 cycles or less. It is mentioned in [29] that the grid-connected converters
can feed fault currents of 1.1–1.5 p.u. of their nominal currents. It should here be noted that extra
FCSs like batteries, flywheels or supercapacitors with quick response times (≤10 ms) [30] will either be
necessarily required to support some type of DGs like photovoltaic DGs for providing standard LVRT
capability or extending the LVRT duration of other types of DGs like wind turbine generators (WTGs)
for proper protection coordination if the WTG is not capable of providing LVRT. The results presented
in [31] show that a wind turbine of 1 MW can provide a fault current of magnitude equal to 120% of the
rated current for seven cycles of supply frequency. This duration of seven cycles with a 50-Hz supply
frequency is approximately equal to the initial duration of 150 ms after fault in the LVRT characteristic
of the German BDEW-2008 standard [32]. Although the duration of 150 ms looks sufficient for the
maintenance of proper protection coordination between two successive IEDs within the AC microgrid,
assuming high speed communication with 3–10-ms one-way fast trip message transfer as per the IEC
61850 standard and high-speed circuit breakers (one-cycle operation). However, in some cases like
data loss in the transmission channel, the retransmission of the message is required, which will result
in an additional delay. Moreover, the coordination between various IEDs for breaker failure protection
may be required. In such situations, the extension of the initial duration after the fault in the LVRT
curve beyond 150 ms will be required, and hence, additional FCSs (flywheels or supercapacitors) will
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be required. In addition to that, a redundant communication and redundant synchronization clock
architecture will be required to cover the communication link and synchronization clock failures as
recommended in [33].Energies 2020, 13, x FOR PEER REVIEW 6 of 32 
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High Voltage, WT: Wind Turbine, ESS: Energy Storage System, BES: Battery Energy Storage, FES:
Flywheel Energy Storage, MMXU: Measurement, XCBR: Circuit Breaker, CT: Current Transformer,
PT: Potential Transformer (VT: Voltage Transformer), CLK: Clock, PIOC: Instantaneous Overcurrent
Protection, PTOC: AC Time Overcurrent Protection, PTOV: (Time) Overvoltage Protection, PTUV:
(Time) Undervoltage Protection, PTOF: Overfrequency Protection, PTUF: Underfrequency Protection.

In this paper, the main focus was given to the adaptive OC protection using fault contributions
from DGs with LVRT capability, particularly in the islanded mode of the AC microgrid. Hence,
the control of DGs is not discussed in detail, except a few control actions for maintaining the voltage
and frequency at the islanded sections, as explained in Section 4. Moreover, the loads and generation
are considered balanced in islanded mode of the AC microgrid. The same is true even for the islanded
MV and LV (low voltage) sections of the AC microgrid. The paper is limited to single fault events
(three-phase short-circuit faults only) during the grid-connected and islanded modes with smooth
transitions to islands. However, the method presented can be extended to other types of faults. In this
paper, it is not considered how the islanded AC microgrid is reconnected back to the main grid after
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the removal of the fault events, which is mainly related to resynchronization procedures and not
directly related to AC microgrid protection. Considering the previous research, the fault contributions
from DGs (both PV and WTG) are taken as 1.2 p.u. or 120% of their rated nominal currents for a
duration of 150 ms after the fault. During the initial fault duration of 150 ms, the active, passive and
other islanding detection and protection schemes are considered normally interlocked and can be
activated quickly after the loss of communication. This means that the anti-islanding protections like
under-voltage protection at DG locations can be set by default to only detect fault conditions but not
trip, and DGs start providing fault currents instantaneously according to the LVRT characteristics.
The trip-blocking signal to anti-islanding protection can be sent additionally from an IED at PCC after
a fault is detected on the main grid side; it should be done as fast as possible and within 3 ms after
fault detection, as per the IEC 61850 standard. In this paper, the term “adaptive IED” mainly refers
to the communication-assisted definite time overcurrent (DTOC) relay with two preplanned setting
groups: higher setting group for the grid-connected mode and lower setting group for the islanded
mode of operation. The case study of a typical radial AC microgrid equipped with adaptive DTOC
relays and DGs with LVRT capability is presented in the next section.

3. Case Study

An IED-to-IED GOOSE message exchange within a substation is required for fast bus tripping in
the case of bus faults and the interlocking of bus-IED in the case of feeder/line faults, the protection
scheme traditionally known as the reverse interlocking scheme. The IED-to-IED GOOSE messages
can also be used in the case of breaker failure to trip the adjacent breaker(s). This can be done by
sending a trip command message to adjacent breakers from a protection IED with a built-in breaker
failure function or from a dedicated IED performing only the breaker failure function. The transfer
trip may also be required between two substations. The transfer time requirement of 10 ms was set
in IEC 61850 for fast trip messages (releases and status changes) between substations (transfer time
class TT5) and 3 ms for fast trips and blocking messages between IEDs within a substation (transfer
time class TT6) [33,34]. The transfer time requirement also varies with respect to the specific protection
function. The transfer times required for various protection functions are given Table 1.

Although very strict time requirements have been demanded in IEC 61850 for type 1A fast trip
messages, in this study, an average transfer time of 10–20 ms was considered for the one-way GOOSE
message to cover the limitations (the limited failures of LAN within a maximum allowed transfer
time of 18 ms), safety margins (errors in the time-stamp accuracy) and redundant GOOSE messages
for communication between substations, as explained in [35]. IEC 61850-90-1 [36] recommends a
maximum time delay of 5 to 10 ms on the communication channel depending on the voltage level [37].
However, in order to meet the requirements of security, reliability and dependability according to the
IEC 60834 standard, the communication system should meet the 3-ms transfer time requirement for
99.9999 percent of the time and should have a delay no longer than 18 ms for the remainder of the
time [38]. A fixed transfer time of 20 ms is thus used for both IED-to-IED communication within a
substation and IED-to-IED communication between different substations in this study to cover even
the worst time delay of 18 ms for the type 1A messages. In practical cases, generally, the transfer time
for communication between IEDs at different substations is longer than the transfer time within the
same substation. Measuring the one-way communication latency by a round-trip time between two
remote substations was discussed in [39]. The selected one-way transfer time of 20 ms for producing
results corresponded to the fast messages of type 1B (the ideal case) with performance class P2/P3
(transfer time class TT4) [33,35], and it covers the worst-case delay of 18 ms of type 1A fast messages
according to the IEC 60834 mentioned above. The considered transfer time was also within the range
of practical observed time delays in the light-weight implementation of the IEC 61850 standard-based
GOOSE messages done in [40]. Although GOOSE messages apply the heartbeat messages and an IED
will issue a so-called burst of GOOSE messages right after the detection of the fault, for the final trip
decision, the IED necessarily needs to know the updated status at the downstream IED after the fault
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to ensure proper coordination. The selected 20-ms communication delay between IEDs ensures that
even the type 1A GOOSE messages with the maximum delay of 18 ms are also subscribed by IED for
the trip decision. Another reason of selecting a 20-ms delay between IEDs is the potential requirement
to use GOOSE messages to transfer analog data between IEDs for trip decision criterion like vectors of
measured values (RMS values), which need to be transmitted only once per cycle of 50-Hz frequency.
It means a new analog measurement data is required to be transmitted in just every 20 ms [37]. In the
earlier publication [33], it was mentioned that there were two types of GSE (generic substation event)
messages: GSSE (generic substation state event) message and GOOSE message. The GSSE message is
the old binary-only message type. All the modern systems use the more flexible GOOSE message,
which transfers both binary and analog data. Both GSSE and GOOSE can coexist but are not compatible
with each other. The proposed protection algorithm in this paper not only uses the binary data but,
also, uses the analog data (RMS magnitude of currents) for the trip decision.

Table 1. Protection functions, logical nodes and performance requirements as per IEC 61850-5:2003
(Annex G) [34].

Function Performance Transfer
Time (ms)

Corresponding LNs
(Decomposition) Starting Criteria/Remarks

Distance protection
(PDIS) 5–20

IHMI, ITCI, ITMI, PDIS,
TCTR, TVTR, XCBR,

other primary
equipment-related LNs

The monitoring part of the function is set into operation
if the function is started. The function issues a start

(pickup) signal in the case of an alert situation
(impedance crosses boundary 1) and a trip in case of an
emergency situation (impedance crosses boundary 2).

Bay interlocking 10
IHMI, ITCI, CILO, CSWI,
XCBR, XSWI, (PTUV)—if

applicable

The recalculation of interlocking conditions starts by any
position change of the switchgear (circuit breaker,

isolator, and grounding switch). Depending on the
implementation, the recalculation may start not before

switchgear selection.

Station-wide
interlocking

-Blocking and release: 10
-Reservation: 100

IHMI, ITCI, CILO, CSWI,
XCBR, XSWI, (PTUV)—if

applicable

Position change of a switching device or request of the
command function.

Breaker failure 5 (Delay settable ≤ 100) IHMI, ITCI, ITMI, P . . . ,
RBRF, TCTR, CSWI

If a breaker gets a trip signal by some protection
(for example, line protection) but does not open because
of an internal failure, the fault has to be cleared by the
adjacent breakers. The adjacent breakers may include
breakers at remote substations (remote line ends). For

this purpose, the breaker failure protection is started by
the protection trip and supervises if the fault current

disappears or not. If not, a trip signal is sent to all
adjacent breakers after a preset delay.

-The protection trip makes the breaker failure protection
alert, and the fault is cleared by adjacent breakers.

Automatic
protection
adaptation
(generic)

1–100 (Depending on the
considered function) IHMI, ITCI, ITMI, P . . .

The protection specialist may change the protection
parameters (settings) if needed by static or slow

predictable power system reconfiguration.
-If the conditions for protection change dynamically

during operation, the parameters of the protection may
be changed by local or remote functions. Very often,

complete pretested sets of parameters are changed rather
than single parameters.

-Changes in conditions are detected and communicated
by some other functions, and the protection function is

adapted to the changed power system condition.

Reverse blocking
function

(OC relays)
5 IHMI, ITCI, ITMI, P . . .

(more than one)

- When a protection is triggered by OC:
it sends blocking signal to upstream protections.

it trips/opens its associated breaker if it does not receive
a blocking signal issued by downstream protection.

In this paper, the conventional GOOSE (tunneled-GOOSE) messages in layer 2 (horizontal
communication) with an Ethernet link are considered, because the short distances (a few km) between
substations are considered. However, for the longer distances between substations where an Ethernet
link is not possible, the routable-GOOSE (R-GOOSE) messages in layer 3 (vertical communication) for
wide-area or system protection applications could be used, especially with wireless communication
technologies using synchrophasors in compliance with IEC TR 61850-90-5. Some applications of
R-GOOSE were reported in [41]. The normal predefined fixed GOOSE message transfer delay of 40 ms



Energies 2020, 13, 5316 9 of 31

(2 cycles of 50-Hz power system) was assumed previously for the adaptive protection of the microgrid
using communication over a WiMAX network in [42], and the actual latency observed was within
35 ms with no data packet loss. However, due to packet loss and, consequently, retransmissions,
the overall delay could further increase, thus limiting the application of WiMAX (R-GOOSE) to
comparatively slower control and protection actions like status updates and protection settings during
scheduled maintenance and load management. The adaptive protection methodology presented in this
paper is concerned with primary and backup protections of the microgrid during faults in predefined
operational modes: grid-connected or islanded modes. With this regard, a communication-dependent
coordination methodology is proposed in Section 4 for the cases when the fault happens between two
defined IEDs in grid-connected and islanded modes. The proposed methodology is very generic in
nature and can be implemented in any protection IED.

The schematic diagram of a radial AC microgrid under study is shown in Figure 2. The considered
AC microgrid consists of one MV bus of 20 kV (Substation Bus-2) and one LV bus of 0.4 kV (Substation
Bus-3). A load of 2 MW at Substation Bus-2 is supplied by a wind turbine generator (WTG) of 2-MVA
capacity, whereas a load of 0.4 MW at Substation Bus-3 is supplied by a photovoltaic (PV) generator of
0.4 MVA. The MV bus (Substation Bus-2) of the AC microgrid is connected with the LV bus (Substation
Bus-3) of the AC microgrid through a 1-km-long, 20-kV cable line and 0.5-MVA, 20/0.4-kV transformer.
The AC microgrid is connected with the main grid through a 2-km-long, 20-kV overhead line and an
intermediate 20-kV Substation Bus-1. The WTG is connected to Substation Bus-2 through a 0.2-km-long
20-kV cable and a 2-MVA, 0.69/20-kV transformer (inside the WTG model). A 2-km overhead line
between Substation Bus-1 and Substation Bus-2 is protected by two circuit breakers, CB1 and CB2,
with the related protection IEDs. The protection IED1 is considered to be a nonadaptive IED due to
its direct connection with the main grid, whereas the protection IED2 is considered as an adaptive
IED. In the grid-connected mode, IED2 operates with settings that enable the tripping of CB2 in the
case of bus fault F8 at Substation Bus-2 and facilitates the transfer trips of CB2 after receiving the
CB1 open-state signal in the case of short-circuit fault F1. However, if IED2 fails to receive a CB1
open-state signal in the case of short-circuit fault F1 after the opening of CB1 and the AC microgrid
already changed to islanded mode with a trip-block signal to all IEDs, this will be the failure of the
transfer trip. In this case IED2 can provide a backup operation by opening CB2 with the fault current
still coming from the DGs within the AC microgrid. This can be performed by IED2 either with the
islanded mode settings or using the current magnitude comparison and the direct transfer trip failure
logic, as explained later in Section 4. The IED2 may take quite some time to change its active group
settings from the grid-connected mode settings to the islanded mode settings, and this will require
DGs to remain online for additional time beyond the standard LVRT curve until the IED2 settings are
changed and the tripping of CB2 is executed. However, the backup operation of CB2 by the direct
transfer trip failure logic implemented at IED2 could be performed within the standard LVRT curve.
In the islanded mode, the IED2 settings are adapted so that the fault F1 is detected when the CB1 is
open. The 1-km cable line between Substation Bus-2 and Substation Bus-3 is protected by CB6 and CB7
with the related protection IEDs. The protection IED6 and IED7 are also considered to be adaptive.

The adaptive IED6 primarily protects both the cable line and the 20/0.4-kV transformer from
short-circuit fault F2 during both the grid-connected and islanded mode of operations. In the islanded
mode, after sensing the fault current at its location, the adaptive IED6 trips CB6 and transfer trips circuit
breaker CB7. Additionally, IED6 and IED7 can compare the post-fault magnitude of currents at their
locations with a 1.2-p.u. threshold and determine the location and direction of the fault between IED6
and IED7, as explained in the coming section. The adaptive IED7 can also provide backup protection
in case of transfer trip failure (like the adaptive IED2 does, as explained earlier) in the case of the fault
F2 in the grid-connected mode, in addition to the normal protection against bus fault F4 at Substation
Bus-3 in both the grid-connected and islanded modes by direct tripping CB7 and transfer tripping
CB9. The IED7 can only provide an “adaptive trip” to CB7 for the transfer trip failure from IED6 in
the case of short-circuit fault F2 in the grid-connected mode if sufficient fault current contribution
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from PV is available beyond the standard LVRT characteristic curve. This is because the IED7 may
need quite some time to change its active group settings from the grid-connected mode settings to the
islanded mode settings, and PV must remain online until IED7 settings are changed and CB7 tripping
is executed. For this purpose, a new LVRT curve proposed later in this paper can be used. The 0.2-km
cable connecting WTG with Substation Bus-2 is protected by CB3 with an adaptive IED3. Both MV and
LV loads are also provided with adaptive IEDs (IED5 and IED8), which trip CB5 and CB8 adaptively in
the case of load-side short-circuit faults F3 and F9 in both grid-connected and islanded modes of the
AC microgrid.
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Figure 2. The radial MV/LV AC microgrid model for adaptive protection study. Figure 2. The radial MV/LV AC microgrid model for adaptive protection study.

The adaptive IEDs with two preplanned setting groups for AC microgrid lines are provided with
only under-voltage (UV) local backup protection (Figure 3a) and adaptive IEDs with two preplanned
setting groups for loads with both under and over-voltage (UV/OV) backup protection (Figure 3b).
The DG protection IEDs (IED4 and IED9) are also considered to be adaptive in order to differentiate
between the grid-connected and islanded mode operations. Moreover, DG protection IEDs should
not trip instantaneously in the case of all external faults and allow DGs to provide fault current
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contributions according to predefined standard LVRT characteristics. A multifunctional adaptive IED
for the protection of converter-based DGs is shown in Figure 4, which consists of adaptive OC and
anti-islanding protection functions. In practice, DGs may be provided with unit protection and IEDs
with several fault protection and anti-islanding protection functions. In this study, the anti-islanding
protection functions (passive/active methods) of DG protection IEDs are assumed normally “disabled”
if the communication link is continuous and enabled quickly when the communication link is lost.
Thus, communication-based loss-of-mains detection with no nondetection zone can be used as a
primary means of anti-islanding protection and passive/active methods as backup in the case of
communication link failure. All the sensitive protections within the islanded AC microgrid need to be
disabled/interlocked during the starting of DGs, motor loads and during the transient period when
changing from the grid-connected to islanded mode and vice versa.
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(a) for lines with local undervoltage (UV) backup protection and (b) for loads with local voltage
protection (UV/over-voltage (OV)).
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4. Adaptive Protection Methods and Results

Although several faults may happen in the presented AC microgrid, only adaptive protection
methods and results of three-phase ungrounded short circuit faults with 0.01-Ohm fault resistance at
locations F1 and F2 are presented. Moreover, for the sake of simplicity, it is assumed that three-phase
fault F2 occurs only in the islanded mode. Nevertheless, the adaptive protection method for fault F2
also considers the protection option in the case of F2 in the grid-connected mode, as explained in the
following text. Figure 5 shows the flowchart of communication-based nonadaptive IED1 for protection
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during fault F1. IED1 provides primary protection for fault F1 and the backup protection with definite
time delay for all other downstream faults using OC relay and UV protection works as backup of
the OC relay. The IED1 normally uses the redundant communication link to get information about
downstream faults and use this information for trip decisions. If the fault is downstream, it waits for
the CB2 to trip first. On receiving a CB2 failure signal, it trips CB1 and sends a CB1 status “open”
GOOSE message (XCBR signal) to all IEDs to change their settings to the islanded mode. Even if
CB1 fails, it can transfer the trip incoming breaker CB0 of substation-1 to initiate the islanding. If no
communication link is available, IED1 will simply trip CB1 using definite time delays depending on the
magnitude of the current. Figure 6 shows the steps for the clearance of fault F1 using GOOSE messages
with different transmission delays. In both cases, at step 7, IED2 can be used in an adaptive manner for
tripping CB2 to clear F1 completely, if not directly tripped by the CB1 status transfer trip, as mentioned
in step 7 of Figure 6. If CB2 is not tripped with the CB1 status transfer trip or the adaptive trip by IED2,
then fault F1 will not clear due to fault energization by DGs in the AC microgrid, and DGs will trip
after LVRT time is elapsed.Energies 2020, 13, x FOR PEER REVIEW 13 of 32 
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Figure 6. Fault F1 clearance time with 10-ms and 20-ms GOOSE message transfer delays (CB2 can trip 
by transfer trip GOOSE from IED1 or by adaptive IED2 using islanded mode settings). 
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Figure 6. Fault F1 clearance time with 10-ms and 20-ms GOOSE message transfer delays (CB2 can trip
by transfer trip GOOSE from IED1 or by adaptive IED2 using islanded mode settings).

Figure 7 shows the flowchart for the clearance of fault F2 in both grid-connected and islanded
modes by adaptive IED6 by tripping CB6 and sending trip signal XCBR “open” to IED7 for tripping
CB7. With CB6 and CB7 open, two separate islands were created within the islanded AC microgrid,
one supplied by only PV (LV microgrid) and other supplied by only WTG (MV microgrid). If fault F2
occurs in the grid-connected mode, then only the LV microgrid will be isolated, and the MV microgrid
will operate in the grid-connected mode. IED7 will also need the current flow direction in the case
of fault F2, since this fault will be energized by both PV and WTG in islanded mode, which will
avoid nuisance tripping by IED6 in the case of bus-3 fault or fault F3 at the LV load. IED7 can easily
know if the fault is upstream or downstream of its location after receiving “YES fault GOOSE” from
IED6 by simply calculating the RMS magnitude of the current at its location. If the magnitude of
current at IED7 is ≤1.2 p.u. of the normal set current, the fault is considered to be upstream of IED7,
since the fault contribution at IED7 will come from downstream PV only. In this case, IED7 will send
“NO fault GOOSE” to IED6. If the magnitude of the current at IED7 is >1.2 p.u. of the normal set
current, the fault is considered to be downstream of IED7. In this case, IED7 will send “YES fault
GOOSE” to IED6, and IED6 will wait until the next GOOSE from IED7. The red and green colors in
Figure 7 differentiate between the grid-connected and islanded mode features. On the failure of CB6,
IED6 will trip CB2, CB3 and CB7 to clear F2 in the grid connected mode, whereas CB7 and CB3 will
be tripped in the islanded mode to clear fault F2 completely. Hence, CB6 failure during fault F2 in
both grid-connected and islanded modes will cause complete power interruptions to MV microgrid
loads. Figure 8 shows the steps for the clearance of fault F2 using GOOSE messages with different
transmission delays. It should be noted that, in steps 5 and 6 and 7 and 8 of Figures 6 and 8, the time
delay for circuit breaker operation is considered 20 ms, which is one cycle of 50-Hz supply. This means
high-speed AC circuit breakers operating in one cycle [43] will be required for the implementation of
the proposed adaptive OC protection scheme.
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by transfer trip GOOSE from IED6 or by adaptive IED7 using islanded mode settings).

Table 2 shows the normal flow of currents measured at the IED1, IED2, IED6 and IED7 locations
during four different DG scenarios in the grid-connected mode. The maximum currents used for the
adaptive DTOC settings are also indicated in Table 2. The fault current magnitudes at the concerned
IEDs during the short-circuit fault F1 in the grid-connected mode and the short-circuit fault F2 in the
islanded mode are shown in Table 3. Table 4 shows the DTOC settings and time grading of the IEDs 1, 2,
6 and 7 in the grid-connected and islanded modes. In this study, only the high-stage setting group (I>>)
of Table 4 was used for the detection of the three-phase short circuit faults, and the isolation of the fault
(tripping) is totally dependent on the GOOSE message transfer, according to Figures 6 and 8. However,
in the case of complete communication failure, the time grading of Table 4 ensures selective operation.
Table 5 explains the adaptivity and current magnitude comparison (CMC) requirements at IEDs of
Figure 2 for three-phase faults (F1–F9) at different locations in different modes of operation. In the
grid-connected mode, the higher setting group like that given in column two of Table 4 will be applied
for all IEDs irrespective of the connection and disconnection status of DGs. This higher setting group is
denoted by SG GM in Table 5 to represent the active settings in the grid-connected mode. For all IEDs
except IED1, IED5 and IED8, a separate local current magnitude comparison function/logic is proposed
for the operation in both the grid-connected and islanded modes when DGs are actively participating
in load sharing with the connection status “YES”. The CMC function in the IEDs will logically work in
parallel with the communication-based DTOC protection and would act quickly with the “transfer trip
communication failure” signal to trip the local downstream IED during the upstream fault if it does
not receive the transfer trip signal (CB status “OPEN”) from the upstream IED after a predefined time
period (time period between step 6 and 7 in Figure 6). The CMC function will continuously receive the
analog value of the current from the local MU and compare it with the current threshold of 1.2 p.u.
of the max current; if the current is less than the threshold and the upstream IED also sends a fault
detection GOOSE “YES”, the fault is assumed to be the upstream fault. Then, if no transfer trip GOOSE
is received from the upstream IED within 110 ms of the fault (event 7 in Figure 6), the IED will trip the
local circuit breaker to clear the fault completely. In this way, the CMC function implemented in the
communication-based adaptive protection (Figure 7) could not only detect the direction of the fault,
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but it could also act as a backup for direct transfer trip (DTT) communication failure. The proposed
CMC function can only work for the feeder with a strong DG source on one side and a comparatively
weaker DG source with a predefined fault current contribution on the other side. For example, during
the fault F1 in the grid-connected mode when the connection status of both the WTG and PV is “YES”,
the IED2-IED4, IED6-IED7 and IED9 all will need the CMC function to determine if the fault is at the
downstream or the upstream location. However, only IED2 will activate the CMC trip function after
the transfer trip GOOSE message from IED1 is found undetected (not received). In the same way,
during the fault F2 in the islanded mode of operation when the connection status of both the WTG
and PV is “YES”, the IED6-IED7 and IED9 need the CMC function to know if the fault is upstream or
downstream of these relays. IED6 using the CMC function will detect the fault F2 to be downstream,
while IED7 and IED9 will detect the fault to be upstream of their locations. Then, when the transfer
trip GOOSE from IED6 is not received by the IED7, it will initiate the backup using CMC logic to
trip CB7 in order to clear the fault F2 completely, while IED9 will continue following the LVRT curve.
The topmost AND logic in Figure 9a,b presents the backup for DTT failure from IED6 during the fault
F2 using the CMC function/logic. It should be noted that, in the islanded mode, when the connection
status of both the WTG and PV is “YES”(the scenario of Table 5, column 3), then the WTG of 2 MW
acts as a comparatively stronger source than the PV of 0.4 MW. Therefore, the grid-connected mode
settings “SG GM” for IED6-IED9 will remain effective and unchanged in this islanded mode scenario,
and only IED3-IED5 need to change to the islanded mode settings (SG IM). This way, the minimum
number of IEDs will need to adapt to the islanded mode settings, and simple logics for the primary
and backup protections, for example, at IED7 (Figure 9a), could be used. This will also prevent the OC
function of IED7 and IED9 to start pickup for the “out of zone” fault F2 in the islanded mode scenario
of Table 5, column 3.

Table 2. Normal RMS (Root mean square) currents at considered intelligent electronic device (IED)
locations with four different distributed generator (DG) scenarios in grid-connected mode. WTG: wind
turbine generators and PV: photovoltaic.

IED No.
Current (A)
Only Grid
Scenario-1

Current (A)
WTG + Grid

Scenario-2

Current (A)
PV + Grid
Scenario-3

Current (A)
WTG + PV + Grid

Scenario-4

IED1 69.1 1 12.476 58.39 1.098
IED2 69 1 12.43 58.34 1.05
IED6 11.571 11.572 1 2.873 2.876
IED7 573.8 575 1 182.81 182.84

1 The maximum currents used for adaptive overcurrent (OC) settings.

Table 3. Fault currents (RMS) at considered IED locations with DG scenario-4 (F1 in grid-connected
mode and F2 in islanded mode).

IED No. Current (A)
during Fault F1 in Grid-Connected Mode

Current (A)
during Fault F2 in Islanded Mode

IED1 28,000 -
IED2 67 2–82.8 3 -
IED6 - 70
IED7 - 700

2 Before CB1 tripping (grid-connected mode). 3 After CB1 tripping (used for IED2 adaptive tripping).
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Table 4. Settings of overcurrent IEDs for grid-connected and islanded modes as per DG scenarios 1–4
in Table 2 considering the max normal magnitude of current through IEDs in these scenarios.

IED No. DTOC Relay Settings for
Grid-Connected Mode (SG GM)

DTOC Relay Settings for
Islanded Mode (SG IM)

IED1 I>> 2.5 × 69.1 = 172.75 4 A
t>> 0.8 6 s

-

IED2 I>> 2.5 × 69 = 172.5 4 A
t>> 0.6 6 s

I>> 1.15 × 69 = 79.35 5 A
t>> 0.6 6 s

IED6 I>> 2.5 × 11.572 = 28.93 4 A
t>> 0.4 6 s

I>> 1.15 × 11.572 = 13.31 5 A
t>> 0.4 6 s

IED7 I>> 2.5 × 575 = 1437.5 4 A
t>> 0.2 6 s

I>> 1.15 × 575 = 661 5 A
t>> 0.2 6 s

4 Definite time overcurrent (DTOC) setting group for the grid-connected mode (SG GM). 5 DTOC setting group for
the islanded mode (SG IM). 6 Conventional time-coordination only used in the case of communication failure.

Table 5. The adaptivity of SG GM or SG IM settings and CMC 8 requirements at various IEDs (Figure 2)
during different faults in grid-connected and islanded mode scenarios with predefined fixed fault
current contributions from DGs.

IED No. Grid-Connected Mode Islanded Mode
(WTG + PV)-Yes (WTG + PV)-Yes WTG-No, PV-Yes

PV-Export Mode PV Island

IED1 SG GM (F1–F9) 8 - - -
IED2 SG GM + CMC 7 (F1) - - -
IED3 SG GM + CMC (F1, F8 and F9) SG IM + CMC (F8 and F9) - -
IED4 SG GM + CMC (F1, F7–F9) SG IM + CMC (F7–F9) - -
IED5 SG GM (F1–F9) SG IM SG IM -
IED6 SG GM + CMC (F1, F8 and F9) SG GM + CMC (F2, F8 and F9) SG IM -
IED7 SG GM + CMC (F1–F2, F7–F9) SG GM + CMC (F2, F7–F9) SG IM -
IED8 SG GM (F1–F9) SG GM SG IM SG IM
IED9 SG GM + CMC (F1–F4, F8 and F9) SG GM + CMC (F2 and F3, F8 and F9) SG IM SG IM

7 Current magnitude comparison: IIED ≤ 1.2 p.u. of max possible normal current at a location, then fault is upstream;
IIED > 1.2 p.u. of max possible normal current at a location, then fault is downstream. 8 Fault locations (F1 to F9)
for which the CMC feature is required at the corresponding IED. Note: Table 5 considers the minimum required
settings of the main (primary) protection for the detection of the faults, and the final successful islanded scenarios
are considered.

If, during the islanded mode (Table 5, column 3 mode), the settings of IED6, IED7 and IED9
are changed to the islanded mode settings (SG IM), then OC function of all the three IEDs will start
picking up not only during the downward fault F5 but, also, during the upward faults F4 and F2.
Hence, the protection logic for the detection of the “in-zone” fault direction and location will become
more complex with the islanded mode settings (Figure 9b) compared with the protection logic with
the grid-connected mode settings (Figure 9a). The bottom AND logic of Figure 9a represents the
protection logic of IED7 with the grid-connected mode settings (SG GM) for “in-zone” fault F4, where
only “NO fault” detection signals at downward IED8 and IED9 are sufficient to activate the primary
and time-delayed backup protection at IED7, in addition to the local IED7 and upward IED6 “fault
YES” signals and the CMC function outputs for “downward” fault. The bottom AND logic (black)
of Figure 9b represents the protection logic of IED7 with the islanded mode settings (SG IM) for the
“in-zone” fault F4, where not only “NO fault” detection at downward IED8 and IED9 are required, but
also, the CMC function output at IED9 for “upward” and “downward” faults will also be required
to activate the primary and time-delayed backup protection at IED7, respectively, in addition to the
local IED7 and upward IED6 “fault YES” signals and the CMC function outputs for the “downward”
fault. The protection logics presented in Figure 9 will be necessary in order to quickly detect the fault
and isolate the faulty section within 150 ms, keeping the stability of the remaining system intact if
the communication system performance is according to the predefined boundaries. In the case of
communication failure, the normal communicationless time coordination described in Table 4 will
be applied.
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Figure 9. The application of the current magnitude comparison (CMC) function as GOOSE logic
at communication-based IED7 to provide backup for the delayed/missing direct transfer trip (DTT)
from the IED6 at a remote station bus when: (a) SG GM settings are used and (b) SG IM settings are
used. (1) Backup for DTT from IED6, (2) normal DTT, (3) in-zone primary OC protection of IED7 and
(4) time-delayed backup OC protection for IED8 and IED9.

4.1. Results for Fault F1 in Grid-Connected Mode and Transition to Islanded Mode

For three-phase fault F1, the adaptive OC relay logics are implemented in PSCAD (Power Systems
Computer Aided Design) simulation software according to Figure 6 and settings according to Figure 3
and Table 4. The fault starts at 1.2 s and ends at 5 s; this fault duration is small, but it is assumed to be a
permanent fault. The fault current magnitude at IED1 and IED2 before and after the fault F1 is shown
in Figure 10. It shows that fault current magnitude is enough at IED1 location and can be detected
easily with higher OC settings (SG GM). However, the fault current magnitude at IED2 is not enough
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to detect the fault with its higher settings, since at IED2, the fault contribution mainly comes from DGs,
which are set to provide a fault current up to 1.2 p.u. of rated DG current. Hence, to remove fault F1
completely, either CB2 should be remotely direct transfer-tripped by IED1 using “CB1statusOpen”
signal communication or IED2 should adapt to lower settings (SG IM) and issue an “adaptive trip”
command to CB2 if “CB1statusOpen” is not received at IED2 within the predefined delay. Figure 11
shows the tripping of CB1 at about 1.29 s with a delay of 90 ms after the fault at 1.2 s and CB2 tripping
at 1.334 s with a delay of about 134 ms after the fault at 1.2 s, as per method-B steps 6-8 in Figure 6;
in this case, CB2 is successfully transfer-tripped. Figure 12 shows the RMS magnitude of the current
of DGs before, during and after the fault F1 with the successful CB2 transfer trip method. Figure 13
shows the detection of fault F1 by lower settings of adaptive IED2 in islanded mode (CB1 already open,
and transfer trip from IED1 to IED2 failed) and subsequent tripping of CB2 to clear F1 completely.
The CB1 is tripped at 1.29 s according to method-B step 6 in Figure 6, and IED1 sends the circuit breaker
status “Open” to all IEDs within next 20 ms. The DGs and IEDs except IED2 within the islanded AC
microgrid receive the circuit breaker status “Open” from IED1 and change their mode/settings at 1.31 s;
all IEDs (except IED2) remain in a “trip block” state until a “CB2 open” or “CB2 breaker failure” signal
from IED2 is received. Meanwhile, an adaptive IED2 changes to lower settings due to transfer trip
failure; it detects the fault, sends an “adaptive trip” command to CB2 at 1.345 s and CB2 finally trips at
1.37s. On receiving the “CB2 open” signal, all IEDs within the AC microgrid may issue “block release”
to their CBs after the terminal voltage of DGs will reach a value >50% of its normal value. This will
ensure no IED tripping during transition to the normal islanded mode, because DGs will continue
LVRT and fault contribution until 50% terminal voltage is reached after the fault clearance recovery.
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Figure 10. RMS magnitude of the current before, during and after fault F1 at: (a) IED1 and (b) IED2
(CB2 transfer trip).
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Figure 11. Operating time and status of breakers before, during and after the clearance of fault F1:
(a) CB1 (main protection trip) and (b) CB2 (direct transfer trip). CB Status: 0 = False (NO trip/Close)
and 1 = True (YES trip/Open).
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Figure 12. RMS magnitude of current per phase of DGs before, during and after fault F1 (CB2 transfer
trip): (a) LV side of the PV system and (b) LV side of WTG. Note: I_lim is the preset limit of the fault
current contribution of DGs.
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Figure 13. Adaptive IED2 trip after the unsuccessful direct transfer trip from IED1: (a) RMS magnitude
of the current at adaptive IED2 and relay operating time and (b) CB2 status and operating time during
an IED2 adaptive trip.

Figure 14 shows the RMS magnitude of the current of DGs before, during and after the fault F1
with an adaptive IED2 trip. The results in Figure 13 show that it takes 20 ms more than the required
150 ms time for clearance of the fault with adaptive IED2 settings. This is because the DG output
current takes an extra 10 ms to stabilize and reach the threshold setting of adaptive IED2. Moreover,
both IED2 and CB2 take 5 ms more than the set time of 20 ms for fault detection and tripping. Figure 13
also shows that it will take 15 ms extra for DGs to restore to normal operations (normal currents) in
the islanded AC microgrid after the removal of fault F2 completely at 1.37 s. These types of extra
delays highlight the demand of faster communication with less than 20 ms one-way transfer delay
or extension of the initial time after the fault inception in the LVRT characteristic curve for effective
adaptive protection in order to maintain the supply in islanded mode. Otherwise, it will cause the
complete loss of DGs within the AC microgrid during fault F1 due to the tripping by anti-islanding
(e.g., UV) protection at 150 ms after the fault. This, of course, will decrease the reliability of supply for
AC microgrid loads due to extra time for the black start of DGs in the islanded mode, then removal
of fault F1 by adaptive IED2 and, finally, the restoration of the normal load. In the presented cases
by using a 20-ms delay of one-way GOOSE transfer for the complete removal of fault F1, the transfer
trip method is faster than using adaptive IED2 tripping in the islanded mode: a direct transfer trip
takes about 150 ms after the fault, and the second backup procedure (adaptive tripping) takes about
190 ms after the fault. However, if the delay of 10 ms for one-way GOOSE transfer is used (Method-A
in Figure 6), then even the backup adaptive tripping after the failure of the direct transfer trip could be
accomplished within 150 ms after the fault, and the present LVRT curve of the DGs will remain valid.
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Figure 14. RMS magnitude of the current per phase of DGs before, during and after fault F1 (adaptive
IED2 trip): (a) LV side of the PV system and (b) LV side of the WTG. Note: At 1.29–1.3 s, CB1 trips
(Figure 10a), and at 1.37 s, CB2 adaptively trips (Figure 12b).

Control of DGs

Both DGs (WTG and PV) are operated in fixed P-Q (active power-reactive power) control near
the unity power factor operation; their active and reactive power supply before, during and after
the fault F1 are shown in Figure 15. In grid-connected mode, the current-controlled voltage source
converters (VSCs) of both the WTG and the PV models operate in the grid-imposed frequency mode
(the grid-following mode) using the PLL (phase locked loop). However, after receiving the CB1 “open”
signal, the current-controlled VSCs of both DGs use the reference voltage angle from the free-running
VCO (voltage controlled oscillator) and operate in the controlled-frequency mode (the grid-forming
mode), since the PLL loses its synchronism after the loss of grid voltage. The variation of the LV side
currents of DGs observed during the fault F1 in the grid-connected mode before the tripping of CB1 and
before the activation of VCO (Figures 12 and 14) are due to PLL errors in the simulation model during
the fault, but this does not cause errors in the OC function operations. Some additional resistances
(0.39 ohm per phase) are connected in the series with the output terminal inductors of the PV system to
maintain a terminal voltage constant in islanded mode. These types of grid-following and grid-forming
VSC controls are explained in more detail in [44]. Previously, the conventional f/P (frequency/active
power) and V/Q (voltage/reactive power) droop is applied to at least one grid-side converter of a
WTG from the group of WTGs connected to the same bus to act as the voltage and frequency control
sources in the islanded mode. The converters of the remaining WTGs follow the controlled system
frequency. In this way, the response of the islanded system due to the sudden large changes of the
load is kept smoother compared with the controls where the voltage and frequency droops are applied
to converters of all WTGs [45,46]. The results in Figures 16 and 17 indicate how the AC microgrid
is smoothly transitioned to the islanded mode with the applied controls of DGs after the fault F1 is
cleared. Figure 16 indicates the variation of frequency during the clearance of fault F1; therefore,
the frequency immunity of DGs is also required in addition to the standard LVRT characteristics.
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Figure 15. T Active power (P) and reactive power (Q) supply from DGs before, during and after fault
F1: (a) P and Q from the PV system and (b) P and Q from the WTG. Note: WTG supplies the entire Q
demand in islanded mode.
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Figure 16. Three-phase RMS voltage and frequency of DGs before, during and after fault F1
(a) low-voltage (LV) side of the PV system and (b) medium voltage (MV) side of the WTG.
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Figure 17. Three-phase RMS voltage and current and single-phase instantaneous voltage at loads
before, during and after fault F1: (a) MV load and (b) LV load.

4.2. Results for Fault F2 in Islanded Mode and the Creation of Two Islands within the Islanded AC Microgrid

For three-phase fault F2 in the islanded mode (CB1 and CB2 open in Figure 2), the adaptive OC
relay logics are implemented in PSCAD according to Figure 8 and settings according to Figure 3 and
Table 4. The fault starts at 1.2 s and ends at 5 s; this fault duration is small, but it is assumed to be a
permanent fault. The fault current magnitude at IED6 and IED7 before, during and after fault F2 in
the islanded mode is shown in Figure 18. It shows that the fault current magnitude is enough at the
IED6 location, which is supplied by the WTG that is set to supply 1.2 p.u. of its rated current during
the fault. The fault current at IED6, which is supplied by the WTG, is considerably higher than the
maximum current at IED6 during any DG scenario, and therefore, the fault can be detected easily even
with the grid-connected mode higher OC settings (SG GM) of IED6 (Table 4). Hence, IED6 can be a
nonadaptive IED for this fault case. The fault current magnitude is limited at the IED7 location during
F2, which is supplied only by the PV system; therefore, the fault F2 can only be detected by IED7 with
islanded mode lower settings (SG IM). The IED7 should be necessarily adaptive in order to work even
when the transfer trip from IED6 fails. Since the AC microgrid in this case is islanded, the settings
of IED7 are already changed to islanded mode settings; hence, both IED6 and IED7 can detect the
fault and trip simultaneously to remove the fault F2 after checking the magnitude of the current at
downstream IED8. Alternatively, the trip block signal can be issued to IED7 from IED6, and IED7 can
later be transfer-tripped after the opening of CB6. The results shown in this section are based on IED6
with one setting group (SG GM) that can detect the fault F2 in both the grid-connected and islanded
modes. Although IED7 is adaptive, it has been transfer-tripped by IED6 in these results (Figure 19),
according to method-B (20-ms GOOSE transfer) of Figure 8. Figure 20 shows the RMS currents of DGs
before, during and after the fault F2 in islanded mode with fault clearance using CB2 direct transfer
trip. Figure 21 shows the active and reactive power supply from DGs before, during and after the fault
F2. Additionally, it is shown in Figures 22 and 23 how smoothly two islands are formed within the
islanded AC microgrid after the clearance of the fault F2 at 1.34 s. The results of adaptive IED7 tripping
after transfer trip failure from IED6 during the fault F2 are not included to avoid repetition, in which
case the adaptive IED7 may detect the fault with the lower settings (SG IM) just like the adaptive IED2,
as explained in Section 4.1. In that case, the adaptive IED7 will wait until the time of direct transfer trip
is elapsed; this is considered as a transfer trip failure from IED6. The adaptive IED7 will then decide to
trip CB7 with the lower settings for the complete clearance of the fault F2 during transfer trip failure.
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It should also be noted that the WTG is comparatively stronger source than the PV system. Therefore,
for faults F3, F4 or F5 in islanded AC microgrid (CB1 and CB2 open in Figure 2), the WTG may still
provide sufficient fault current, and the higher current settings (SG GM) for IED7, IED8 and IED9 may
still work for any of the faults F3–F5 downstream of the WTG. For these faults (F3–F5), the current
comparison method to find the location of the faults (upstream or downstream faults) will also be valid
for the islanded mode with the WTG in operation. However, after the removal of the fault F2 (CB6 and
CB7 open), two further islands will be created: the islanded MV system and the islanded LV system
(Figure 2). The islanded MV system will be supplied by only the WTG, and the islanded LV system
will be supplied by only the PV system. In this situation, only the adaptive lower settings (SG IM) of
IED8 and IED9 will work. For any islanded scenario, IED3, IED4 and IED5 will always require lower
adaptive settings (SG IM).
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Figure 18. RMS current magnitude before, during and after fault F2 in the islanded mode at: (a) IED6
and (b) IED7 (IED7 direct transfer trip).
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Figure 19. The operating times and status of breakers before, during and after the clearance of fault F2
in the islanded mode: (a) CB6 (main protection trip) and (b) CB7 (direct transfer trip).
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Figure 20. RMS current magnitude per phase of DGs before, during and after fault F2 in the islanded
mode (CB7 transfer trip): (a) LV side of the PV system and (b) LV side of the WTG.
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Figure 21. Active (P) and reactive (Q) power supply from DGs before, during and after fault F2 in the
islanded mode: (a) P and Q from the PV system and (b) P and Q from the WTG.
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Figure 22. Three-phase RMS voltage and the frequency of DGs before, during and after fault F2 in
islanded mode at: (a) the LV side of the PV system and (b) MV side of the WTG.
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Figure 23. Three-phase RMS voltage, current and single-phase instantaneous voltage at loads before,
during and after the fault F2 in the islanded mode at: (a) the MV load and (b) LV load.
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The LVRT Capability of DGs

The DGs are required to remain connected to the network during the voltage dips or faults,
and depending on the requirements, the DGs may be requested to feed-in short-circuit fault currents
up to the agreed value (or according to the limits of DGs) in order to support the detection of faults.
This is called the low-voltage ride through (LVRT), under-voltage ride through (UVRT) or fault ride
through (FRT) requirement. In the grid-connected mode, the LVRT capability of DGs is usually
required to maintain the stability of the system, since the disconnection of many DGs even for a
fraction of a second may result in large voltage or frequency fluctuations, causing the voltage or
frequency instability of the entire system. The synchronous generators are more sensitive to voltage
dips, and hence, their LVRT requirements are considerably less stringent in comparison with the
nonsynchronous generators, including the converter-based generators, which can remain connected for
the extended durations. In the islanded mode of operation, not only the system stability is important,
but also, the quick detection and isolation of the fault is equally important. Additionally, the protection
coordination or selectivity between the main and backup protection has to be ensured. Figure 24
shows the comparison of different LVRT requirements of nonsynchronous generators, including
the converter-based generators, according to the previous German BDEW-2008 standard [32] and
the latest European Standard EN 50549-1:2019 adopted as the Finnish National Standard SFS-EN
50549-1:2019 [47]. The DGs are required to remain connected in parallel with the LV or MV networks
if the voltage at the connection point is above the voltage-time curves of Figure 24 (red and black
curves). Although, the LVRT requirements are expectedly limited to the most stringent curves, however,
the network operators may define their own LVRT characteristics. These standards do not define
the LVRT requirements for the islanded mode of operation. Therefore, a new LVRT characteristic
was proposed in this paper for the islanded mode operation of the nonsynchronous DGs, including
the converter-based DGs shown as a green voltage-time curve in Figure 24. According to this new
proposed LVRT characteristic, the DGs will remain connected to the islanded MV/LV microgrid for at
least 2 s after the voltage dip or the fault and feed-in short-circuit current of at least 1.2 p.u. of the rated
current. With the proposed LVRT characteristic, not only the stability of the islanded microgrid will be
maintained, but also, a good protection coordination between adaptive IEDs will be ensured. The WTG
and BESS (battery energy storage systems) with full-scale converters are capable of providing this
requirement. Normally, in the presence of high-speed communication, the standard grid-connected
LVRT curves will be used; however, in case of communication failure, the definite-time coordination of
IEDs with the proposed LVRT curve will be applied.
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5. Discussion

An adaptive OC protection for the AC microgrid using the IEC 61850 communication standard and
LVRT capability of DGs is presented in this paper. Previously, an adaptive OC protection was presented
in [48]; the scheme updated the inverse-time OC relay curve by changing the pick-up current with
respect to DG infeed, but the focus was mainly on medium impedance faults at the end of the radial
distribution network detected by a single-substation relay. The similar type of adaptive OC protection
was proposed in [49] for distribution networks with DGs using local data and two-setting groups for
the inverse-time OC relay. However, the scheme does not use remote data by communication systems
and is prone to nuisance and slow trips, resulting in DG loss. A directional adaptive inverse-time
relay was presented more recently for HIL (Hardware-In-Loop) testing, and real-time simulations
in [50,51]. In these papers, an FCL was used for limiting the wind turbine generator fault contribution,
and its effects on relay settings were observed. This directional adaptive inverse-time relay using
a multiagent system does not consider/mention the effects of communication delays on protection
coordination. Moreover, it involves tedious calculations to generate various inverse time setting
groups for changing the network configurations and those for all relays in the networks. Although,
traditionally, inverse-time OC performs better than definite-time OC in terms of the minimum operation
time close to the power source, but in the AC microgrid environment with many DG sources, this
may not be completely true. The inverse-time OC relays are affected the most with the increased
penetration level of DGs [4], and it is the usual practice to limit the fault contribution from DGs to
overcome the adverse effects, as it was also done in [51]. An adaptive OC protection for distribution
networks was proposed in [52] that calculated and applied the new settings of OC relays directly
whenever any significant change in the network occurred. The algorithm presented did not use
precalculated settings and was initiated either by the monitoring block in the coordination layer or
energy management system during topology changes using the communication link. The scheme was
verified using the real-time digital simulator (RTDS) and IEC 61850 GOOSE messaging. However,
the adaptive OC scheme was implemented using a centralized approach; the type of DG unit was not
specifically described, and higher coordination delays were used. Moreover, the proposed adaptive
OC scheme also gave slower tripping times compared with the traditional OC relay in some cases.
In this paper, the communication-based definite-time OC relays with only two predefined setting
groups are suggested. These two setting groups can be changed adaptively and quickly by each IED
autonomously after receiving the status of DGs (on/off), CB status change (open/close), fault current
magnitude and fault detection GOOSE signal from other IEDs. Moreover, the simple method of
calculating the magnitude of the current at their locations, comparing it with the predefined threshold
1.2 p.u. of the max current and sharing this information with other IEDs will be useful for quick
detection of the fault location after knowing the status of each DG. The nuisance tripping can also
be avoided with fault current magnitude sharing between IEDs and with the careful use of trip
block/release signals. The proposed current magnitude comparison method also avoids the additional
measurement of voltage for the detection of the fault current direction. However, a voltage magnitude
measurement can be used as a local backup protection for OC function. The proposed scheme in this
paper can also be extended to low impedance single-phase ground faults and other asymmetrical faults.
The method proposed in this paper will be evaluated with a real-time digital simulator of OPAL-RT for
hardware-in-the-loop (HIL) simulations using actual Ethernet-based GOOSE communication between
IEC 61850-based IEDs from different vendors for its practical implementation, and this will be presented
in a separate research article in the future.

6. Conclusions

The adaptive OC protection utilizing the LVRT characteristic of DGs and using circuit breaker
status signals transmission by IEC 61850 communication standard were presented for the grid-connected
and the islanded mode of the radial AC microgrid. Moreover, a new LVRT curve for the islanded mode of
operation is proposed. The fixed delays for GOOSE message communication between IEDs are assumed
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according to IEC 61850 and the practical values. According to the considered assumptions, the results
look promising, as per the evaluation by PSCAD simulations. The general methodology presented in
this paper for three-phase faults can also be extended to other types of faults. The effectiveness of the
considered adaptive OC protection for single-phase and high impedance faults for AC microgrids
with different grounding schemes will be an important and interesting topic of the future study.
Moreover, HIL simulations using actual IEDs and Ethernet-based IEC 61850 communication will also
be performed for the practical implementation of the proposed methods.
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3. Li, X.; Dyśko, A.; Burt, G. Enhanced protection for inverter dominated microgrid using transient fault
information. In Proceedings of the 11th IET International Conference on Developments in Power Systems
Protection (DPSP 2012), Birmingham, UK, 23–26 April 2012; pp. 1–5.

4. Memon, A.A.; Kauhaniemi, K. A critical review of AC Microgrid protection issues and available solutions.
Electr. Power Syst. Res. 2015, 129, 23–31. [CrossRef]

5. Oudalova, A.; Fidigatti, A. Adaptive Network Protection in Microgrids. Int. J. Distrib. Energy Resour.
2009, 5, 201–226. Available online: https://www.researchgate.net/publication/228344453_Adaptive_network_
protection_in_microgrids (accessed on 6 April 2017).

6. Ustun, T.S.; Ozansoy, C.; Zayegh, A. Modeling of a Centralized Microgrid Protection System and
Distributed Energy Resources According to IEC 61850-7-420. IEEE Trans. Power Syst. 2012, 27, 1560–1567.
[CrossRef]

7. Zamani, M.A.; Yazdani, A.; Sidhu, T.S. A Communication-Assisted Protection Strategy for Inverter-Based
Medium-Voltage Microgrids. IEEE Trans. Smart Grid 2012, 3, 2088–2099. [CrossRef]

8. Lin, H.; Guerrero, J.M.; Jia, C.; Tan, Z.H.; Vasquez, J.C.; Liu, C. Adaptive overcurrent protection for microgrids
in extensive distribution systems. In Proceedings of the IECON 2016, 42nd Annual Conference of the IEEE
Industrial Electronics Society, Florence, Italy, 23–26 October 2016; pp. 4042–4047. [CrossRef]

9. Lin, H.; Sun, K.; Tan, Z.; Liu, C.; Guerrero, J.M.; Vasquez, J.C. Adaptive protection combined with machine
learning for microgrids. IET Gener. Transm. Distrib. 2019, 13, 770–779. [CrossRef]

10. Ghadiri, S.M.E.; Mazlumi, K. Adaptive protection scheme for microgrids based on SOM clustering technique.
Appl. Soft Comput. 2020, 88, 106062. [CrossRef]

11. Momesso, A.E.C.; Bernardes, W.M.S.; Asada, E.N. Adaptive directional overcurrent protection considering
stability constraint. Electr. Power Syst. Res. 2020, 181, 106190. [CrossRef]

https://building-microgrid.lbl.gov/microgrid-definitions
http://dx.doi.org/10.1016/j.rser.2013.03.067
http://dx.doi.org/10.1016/j.epsr.2015.07.006
https://www.researchgate.net/publication/228344453_Adaptive_network_protection_in_microgrids
https://www.researchgate.net/publication/228344453_Adaptive_network_protection_in_microgrids
http://dx.doi.org/10.1109/TPWRS.2012.2185072
http://dx.doi.org/10.1109/TSG.2012.2211045
http://dx.doi.org/10.1109/IECON.2016.7793091
http://dx.doi.org/10.1049/iet-gtd.2018.6230
http://dx.doi.org/10.1016/j.asoc.2020.106062
http://dx.doi.org/10.1016/j.epsr.2019.106190


Energies 2020, 13, 5316 29 of 31

12. Javadi, M.S.; Nezhad, A.E.; Anvari-Moghaddam, A.; Guerrero, J.M. Optimal Overcurrent Relay Coordination
in Presence of Inverter-Based Wind Farms and Electrical Energy Storage Devices. In Proceedings of the
2018 IEEE International Conference on Environment and Electrical Engineering and 2018 IEEE Industrial
and Commercial Power Systems Europe (EEEIC/I&CPS Europe), Palermo, Italy, 12–15 June 2018; pp. 1–5.
[CrossRef]

13. Samadi, A.; Chabanloo, R.M. Adaptive coordination of overcurrent relays in active distribution networks
based on independent change of relays’ setting groups. In. J. Electr. Power Energy Syst. 2020, 120, 106026.
[CrossRef]

14. George, S.P.; Ashok, S. Adaptive differential protection for transformers in grid-connected wind farms.
Int. Trans. Electr. Energy Syst. 2018, 28, e2594. [CrossRef]

15. Prasad, C.D.; Biswal, M.; Abdelaziz, A.Y. Adaptive differential protection scheme for wind farm integrated
power network. Electr. Power Syst. Res. 2020, 187, 106452. [CrossRef]

16. Ali, I.; Hussain, S.M.S.; Tak, A.; Ustun, T.S. Communication Modeling for Differential Protection in
IEC-61850-Based Substations. IEEE Trans. Ind. Appl. 2018, 54, 135–142. [CrossRef]

17. Aftab, M.A.; Roostaee, S.; Hussain, S.M.S.; Ali, I.; Thomas, M.S.; Mehfuz, S. Performance evaluation of IEC
61850 GOOSE-based inter-substation communication for accelerated distance protection scheme. IET Gener.
Transm. Distrib. 2018, 12, 4089–4098. [CrossRef]

18. de Sotomayor, A.A.; della Giustina, D.; Massa, G.; Dedè, A.; Ramos, F.; Barbato, A. IEC 61850-based adaptive
protection system for the MV distribution smart grid. Sustain. Energy Grids Netw. 2018, 15, 26–33. [CrossRef]

19. Barra, P.H.A.; Coury, D.V.; Fernandes, R.A.S. A survey on adaptive protection of microgrids and distribution
systems with distributed generators. Renew. Sustain. Energy Rev. 2020, 118, 109524. [CrossRef]

20. Beheshtaein, S.; Cuzner, R.; Savaghebi, M.; Guerrero, J.M. Review on microgrids protection. IET Gener.
Transm. Distrib. 2019, 13, 743–759. [CrossRef]

21. Mahamedi, B.; Fletcher, J.E. Trends in the protection of inverter-based microgrids. IET Gener. Transm. Distrib.
2019, 13, 4511–4522. [CrossRef]

22. Hussain, N.; Nasir, M.; Vasquez, J.C.; Guerrero, J.M. Recent Developments and Challenges on AC Microgrids
Fault Detection and Protection Systems–A Review. Energies 2020, 13, 2149. [CrossRef]

23. Patnaik, B.; Mishra, M.; Bansal, R.C.; Jena, R.K. AC microgrid protection—A review: Current and future
prospective. Appl. Energy 2020, 271, 115210. [CrossRef]

24. Aftab, M.A.; Hussain, S.M.S.; Ali, I.; Ustun, T.S. IEC 61850 based substation automation system: A survey.
Int. J. Electr. Power Energy Syst. 2020, 120, 106008. [CrossRef]

25. Hatziargyriou, N. Microgrids: Architectures and Control; John Wiley & Sons: West Sussex, UK, 2013.
26. Rockefeller, G.D.; Wagner, C.L.; Linders, J.R.; Hicks, K.L.; Rizy, D.T. Adaptive transmission relaying concepts

for improved performance. IEEE Trans. Power Deliv. 1988, 3, 1446–1458. [CrossRef]
27. Relion Protection and Control. 650 Series IEC 61850 Communication Protocol Manual, Revision: Product

version: 1.1; ABB AB Substation Automation Products SE-721 59: Västerås, Sweden, 2011. Available
online: https://search.abb.com/library/Download.aspx?DocumentID=1MRK511242-UEN&LanguageCode=

en&DocumentPartId=&Action=Launch&DocumentRevisionId=- (accessed on 15 May 2015).
28. Katiraei, F.; Holbach, J.; Chang, T.; Johnson, W.; Wills, D.; Young, B.; Marti, L.; Yan, A.; Baroutis, P.;

Thompson, G.; et al. Investigation of Solar PV Inverters Current Contributions during Faults on Distribution
and Transmission Systems Interruption Capacity. In Proceedings of the Western Protective Relay Conference,
Washington, DC, USA, 16–18 October 2012.

29. Turcotte, D.; Katiraei, F. Fault Contribution of Grid-Connected Inverters. In Proceedings of the 2009 IEEE
Electrical Power Conference, Montreal, QC, Canada, 22–23 October 2009.

30. Palizban, O.; Kauhaniemi, K. Energy storage systems in modern grids—Matrix of technologies and
applications. J. Energy Storage 2016, 6, 248–259. [CrossRef]

31. Keller, J.; Kroposki, B. Understanding Fault Characteristics of Inverter-Based Distributed Energy Resources; National
Renewable Energy Laboratory: Golden, CO, USA, 2010.

32. Technical Guideline Generating Plants Connected to the Medium-Voltage Network Guideline for Generating Plants’
Connection to and Parallel Operation with the Medium-Voltage Network; German Association of Energy and
Water Industries (BDEW): Berlin, Germany, 2008.

http://dx.doi.org/10.1109/EEEIC.2018.8494605
http://dx.doi.org/10.1016/j.ijepes.2020.106026
http://dx.doi.org/10.1002/etep.2594
http://dx.doi.org/10.1016/j.epsr.2020.106452
http://dx.doi.org/10.1109/TIA.2017.2740301
http://dx.doi.org/10.1049/iet-gtd.2018.5481
http://dx.doi.org/10.1016/j.segan.2017.09.003
http://dx.doi.org/10.1016/j.rser.2019.109524
http://dx.doi.org/10.1049/iet-gtd.2018.5212
http://dx.doi.org/10.1049/iet-gtd.2019.0808
http://dx.doi.org/10.3390/en13092149
http://dx.doi.org/10.1016/j.apenergy.2020.115210
http://dx.doi.org/10.1016/j.ijepes.2020.106008
http://dx.doi.org/10.1109/61.193943
https://search.abb.com/library/Download.aspx?DocumentID=1MRK511242-UEN&LanguageCode=en&DocumentPartId=&Action=Launch&DocumentRevisionId=-
https://search.abb.com/library/Download.aspx?DocumentID=1MRK511242-UEN&LanguageCode=en&DocumentPartId=&Action=Launch&DocumentRevisionId=-
http://dx.doi.org/10.1016/j.est.2016.02.001


Energies 2020, 13, 5316 30 of 31

33. Hou, D.; Dolezilek, D. IEC 61850-What It Can and Cannot Offer to traditional Protection Schemes, Schweitzer
Engineering Laboratories, Inc. SEL J. Reliab. Power 2010, 1, 20080912.

34. IEC 61850-5:2013. Communication Networks and Systems in Substations—Part 5: Communication Requirements
for Functions and Device Models; International Electrotechnical Commission, TC 57: Geneva, Switzerland, 2013.

35. Van Rensburg, M.; Dolezilek, D.; Dearien, J. Case Study: Lessons Learned Using IEC 61850 Network
Engineering Guideline Test Procedures to Troubleshoot Faulty Ethernet Network Installations, Schweitzer
Engineering Laboratories, Inc. In Proceedings of the Power and Energy Automation Conference, Spokane,
Washington, DC, USA, 21–23 March 2017. Available online: https://www.eiseverywhere.com/file_uploads/
0fca13690b4579341cf53b62d22a0647_Dolezilek1.pdf (accessed on 5 June 2020).

36. IEC/TR 61850-90-1:2010. Communication Networks and Systems for Power Utility Automation—Part 90-1: Use
of IEC 61850 for the Communication between Substations; International Electrotechnical Commission, TC 57:
Geneva, Switzerland, 2010.

37. Aichhorn, A.; Etzlinger, B.; Unterweger, A.; Mayrhofer, R.; Springer, A. Design, implementation,
and evaluation of secure communication for line current differential protection systems over packet
switched networks. Int. J. Crit. Infrastruc. Prot. 2018, 23, 68–78. [CrossRef]

38. Chelluri, S.; Dolezilek, D.; Dearien, J.; Kalra, A. Understanding and Validating Ethernet Networks for
Mission-Critical Protection, Automation, and Control Applications. March 2014. Available online: https://
pdfs.semanticscholar.org/ef57/a6a7655bed807bdd301e7c009d0f2dda4965.pdf (accessed on 2 September 2020).

39. Fred Steinhauser, Lessons Learned Time Related Issues Latency Measurements in Digital Grids, PAC World
#Issue 052. June 2020. Available online: https://www.pacw.org/latency-measurements-in-digital-grids
(accessed on 28 September 2020).

40. Mekkanen, M.; Kauhaniemi, K.; Kumpulainen, L.; Memon, A.A. Light-Weight IEC 61850 GOOSE Based
LOM Protection for Smart Grid. In Proceedings of the CIRED 2018 Ljubljana Workshop on Microgrids and
Local Energy Communities, Ljubljana, Slovenia, 7–8 June 2018; p. 0031.

41. Apostolov, A. R-GOOSE: What it is and its application in distribution automation. CIRED—Open Access
Proc. J. 2017, 2017, 1438–1441. [CrossRef]

42. Ustun, T.S.; Khan, R.H.; Hadbah, A.; Kalam, A. An adaptive microgrid protection scheme based on a
wide-area smart grid communications network. In Proceedings of the 2013 IEEE Latin-America Conference
on Communications, Santiago, Chile, 24–26 November 2013; pp. 1–5.

43. Jeong, Y.W.; Lee, H.W.; Kim, Y.G.; Lee, S.W. High-speed AC circuit breaker and high-speed OCR.
In Proceedings of the 22nd International Conference and Exhibition on Electricity Distribution (CIRED 2013),
Stockholm, Sweden, 10–13 June 2013; pp. 1–4.

44. Yazdani, A.; Iravani, R. Chapter 9 Controlled-Frequency VSC System. In Voltage-Sourced Converters in Power
Systems: Modeling, Control, and Applications; John Wiley and Sons, Inc.: Hoboken, NJ, USA, 2010.

45. Kanellos, F.D.; Hatziargyriou, N.D. Control of Variable Speed Wind Turbines in Islanded Mode of Operation.
IEEE Trans. Energy Convers. 2008, 23, 535–543. [CrossRef]

46. Kanellos, F.D.; Hatziargyriou, N.D. Control of variable speed wind turbines equipped with synchronous or doubly
fed induction generators supplying islanded power systems. IET Renew. Power Gener. 2009, 3, 96–108. [CrossRef]

47. SFS-EN 50549-1. Part1: Connection to a LV distribution network. Generating plants up to and including
Type B. In Requirements for Generating Plants to Be Connected in Parallel with Distribution Networks; European
Committee for Standardization: Brussels, Belgium, 2019.

48. Baran, M.; El-Markabi, I. Adaptive over current protection for distribution feeders with distributed generators.
In Proceedings of the IEEE PES Power Systems Conference and Exposition, New York, NY, USA, 10–13 October
2004; pp. 715–719.

49. Mahat, P.; Chen, Z.; Bak-Jensen, B.; Bak, C.L. A Simple Adaptive Overcurrent Protection of Distribution
Systems with Distributed Generation. IEEE Trans. Smart Grid 2011, 2, 428–437. [CrossRef]

50. Liu, Z.; Hoidalen, H.K. An adaptive inverse time overcurrent relay model implementation for real time
simulation and hardware-in-the-loop testing. In Proceedings of the 13th International Conference on
Development in Power System Protection 2016 (DPSP), Edinburgh, UK, 7–10 March 2016. [CrossRef]

https://www.eiseverywhere.com/file_uploads/0fca13690b4579341cf53b62d22a0647_Dolezilek1.pdf
https://www.eiseverywhere.com/file_uploads/0fca13690b4579341cf53b62d22a0647_Dolezilek1.pdf
http://dx.doi.org/10.1016/j.ijcip.2018.06.005
https://pdfs.semanticscholar.org/ef57/a6a7655bed807bdd301e7c009d0f2dda4965.pdf
https://pdfs.semanticscholar.org/ef57/a6a7655bed807bdd301e7c009d0f2dda4965.pdf
https://www.pacw.org/latency-measurements-in-digital-grids
http://dx.doi.org/10.1049/oap-cired.2017.0494
http://dx.doi.org/10.1109/TEC.2008.921553
http://dx.doi.org/10.1049/iet-rpg:20080023
http://dx.doi.org/10.1109/TSG.2011.2149550
http://dx.doi.org/10.1049/cp.2016.0038


Energies 2020, 13, 5316 31 of 31

51. Liu, Z.; Høidalen, H.K. A simple multi agent system based adaptive relay setting strategy for distribution
system with wind generation integration. In Proceedings of the 13th International Conference on Development
in Power System Protection 2016 (DPSP), Edinburgh, UK, 7–10 March 2016. [CrossRef]
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